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Abstract—To date, synchronized phasor measurements have
only been used to monitor and analyze power system operations.
However, synchrophasors have a much greater potential than
just monitoring and visualization. Near term applications of syn-
chrophasors include Wide Area Control (WAC), Special Protec-
tion Schemes (SPS), and Remedial Action Schemes (RAS), which
can offer much greater benefits.

Southern California Edison (SCE) is actively pursuing electric
power system control applications using synchrophasors. SCE’s
Rector SVC project is considered the first application where
synchronized phasor measurements are used in a closed-loop
dynamic control scheme.

The Rector project consists of a complex system generation, a
Static Var Compensation (SVC) system, PMUs, and a SCADA
gateway. The project objective is to successfully maintain voltage
stability through the use of the SVC without creating an over-
voltage condition at the Big Creek Generation Station. A phasor
measurement unit (PMU) currently monitors Big Creek and
streams data back to SCE’s central office for system operations.
The goal is to integrate the synchrophasor voltage data from the
PMU at Big Creek and write it to the SVC controller using tradi-
tional SCADA protocols with a total measurement and commu-
nications latency of less than 1 second.

This paper will also demonstrate how synchrophasors can be
effectively integrated into traditional SCADA and Energy Man-
agement Systems/State Estimator systems.

. EXISTING SYSTEM

The following is a description of the transmission corridor
under investigation in this case study.

A. Existing Corridor Description

The corridor under consideration is a north-to-south
230 kV transmission corridor approximately 130 miles long.
See Fig. 1 for a simplified single-line diagram of the corridor.

This corridor is connected in a radial fashion at the south
end to an extensive 230 kV transmission network. From this
southern location, the 230 kV corridor travels north in two
“legs” routed in distinct right-of-ways. These two legs con-
verge once again at the north end of the corridor at a network
of hydroelectric generation facilities with approximately
1000 MW of installed generation capacity. Load is served out
of three 230 kV transmission substations in the corridor, with
one station located on the east leg and two on the west leg.

The transmission lines in the corridor are beginning to ex-
hibit reliability problems consistent with very old age. The
existing transmission lines have very limited emergency capa-
bility because of conductor sag limitations, particularly at high
load levels. The lines in the corridor have a large number of
splices, some of which are nearly as old as the conductor it-

self. Consequently, splice failure is becoming a greater opera-
tional concern every year. There is a notable absence of trans-
position towers, and the importance was not understood at the
time the transmission lines were designed and constructed. As
a result, imbalanced loading between phases is a daily reality
for system operations. There is a significant amount of trans-
mission losses in the corridor, particularly under peak load
conditions (heavy summer) and conditions of maximum hy-
drogeneration.
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Fig. 1. Simplified single-line diagram of the existing 230 kV transmission
corridor without planned system upgrades

Finally, the transmission corridor is rapidly evolving into a
corridor that exhibits bidirectional power flows. Originally,
the corridor was the exclusive means to deliver hydropower
generated in the north to the main 230 kV network south of
the corridor. Power flow was primarily north-to-south and was
essentially balanced between the east and west legs of the cor-
ridor. In recent years, however, the phenomenon of “urban
sprawl” load growth has extended into this transmission corri-
dor. Significant load growth has taken place in the corridor,
and the summer peak load in the corridor is now in excess of
the hydrogeneration-installed capacity. Therefore, during
heavy summer load conditions, generation resources outside
of the corridor serve the balance of local area load not served
by the local hydro resource (i.e., south-to-north power flow).
In addition, because of geographic constraints, the vast major-
ity of this load growth has taken place at Rector substation,



located on the western leg of the corridor. This has resulted in
operating conditions where the west leg overloads well before
the east leg reaches full capacity, reflecting an under-
utilization of the full transmission capacity of the corridor.

Il. CORRIDOR CONSTRAINTS TO BE RESOLVED

A. Existing System Power Flow Limitations

From a transmission planning perspective, the corridor as
described above has two critical power flow limitations.

The first critical power flow limitation takes place under
heavy summer load conditions with maximum hydrogenera-
tion. Under such conditions, north-to-south overloads occur on
transmission Line L5 and Line L6 because of unbalanced
loading between the east and west legs of the corridor. The
second critical power flow limitation takes place under mod-
erate-to-high summer load levels and reduced hydro genera-
tion in the north. Under such conditions, south-to-north over-
loads occur on transmission Line L1 and Line L2 because of a
combination of insufficient local area generation and unbal-
anced loading between the east and west legs of the corridor.

To address these two critical transmission limitations, a
single transmission project (the “loop™) was identified as a
solution. This project involves the looping in of transmission
Line L9 into Rector Substation as shown in Fig. 2. The loop
involves a minimum amount of new 230 kV construction
compared to all other upgrade alternatives, better balances the
loading between the east and west legs, and increases the
transmission capacity for both north-to-south and south-to-
north flow into Rector Substation as required.
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Fig. 2. Simplified single-line diagram of the future 230 kV transmission
corridor showing the planned transmission Line L9 loop project upgrade

B. Existing System Transient Voltage Stability Limitations

From a transmission planning perspective, the existing cor-
ridor as described above also has a critical transient voltage
stability limitation.

This critical condition takes place under heavy summer
load conditions with maximum hydrogeneration. Under such
conditions, single-line outage conditions on Line L5 or Line
L6 can cause low transient voltage conditions at Rector Sub-
station. These low transient voltages are caused by the per-
centage of induction motor load present in the aggregate total
load served out of Rector Substation. Without mitigation,
these low-voltage conditions would result in large first swing
transient voltage drops (measured in percent) as well as long
first swing voltage drop duration (measured in cycles).

The transmission line upgrade described above diminishes
the severity of these problems but does not completely miti-
gate them. To address these limitations, a 200 MVAR SVC
was recommended for installation at Rector Substation. This
dynamic reactive device was intended to provide voltage sup-
port during the first swing transient voltage time frame upon
completion of the loop-in.

IIl. SYSTEM REQUIREMENTS

A. Rector SVC Rating and Design

Fig. 3 shows the key SVC equipment components of the
Rector SVC and its connection to the 230 kV bus at the Rector
substation. The SVC is a TCR/TSC/FC (thyristor-controlled
reactor/thyristor-switched capacitor/fixed capacitor) configu-
ration.

The 200 MVA coupling transformer is made up of three
66.7 MVA single-phase transformers (with one single-phase-
spare) that steps down the voltage from 230 kV system volt-
age to 9.5 kV low voltage for efficient operation and eco-
nomic design of the thyristor valves associated with the TCR
and TSC branches. The reactive power branches connected to
the 9.5 kV bus are listed below:

e three 0 to —-70 MVAR TCR branches
e three +40 MVAR TSC branches
e two +40 MVAR total fixed harmonic filter banks

Each of the harmonic filter banks consist of a 13 MVAR
filter tuned to the third harmonic, a 14 MVAR filter tuned to
the fifth harmonic, and a 13 MVAR filter tuned to the seventh
harmonic. The third-harmonic filter branch is needed to re-
duce pre-existing system harmonic voltage distortion levels.

The SVC has three TCR branches, each having a continu-
ous rating of 0 to —70 MVAR inductive, so that the loss of one
TCR branch does not reduce the SVC inductive MVAR output
by more than 50 percent (i.e., =60 MVAR), as required by
SCE’s design/configuration criteria. For example, if one of the
TCR branches is out of service, the remaining two TCRs (2 x
—70 MVAR) can provide 60 MVVAR of inductive output with
two-harmonic filter branches (2 x 40 MVAR).



In the event of a failure in one of the reactive power
branches, the SVC can continue to operate in a degraded
mode/reduced capacity (after a controlled shutdown) with the
loss of one TSC branch, the loss of one TCR branch, and the
loss of one filter branch.
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Fig. 3. One-line diagram of the Rector SVC

B. Overview of Coordinated Voltage/Var Control Scheme

Fig. 4 illustrates the coordinated control system for the
Rector SVC control system.

The SVC mainly controls the dynamic voltage change at
the Rector 230 kV bus (REC-AVR). The SVC steady-state
control includes the following functions:

o control of SVC steady-state reactive power output
(SVC-AQR)

e supplementary regulation of the 230 kV Big Creek #3
bus voltage via phasor measurement unit (PMU) (BC-
AVR)

e control of a 79 MVAR, 230 kV shunt capacitor in the
Rector substation (SC-Control)
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Fig. 4. Rector SVC coordinated control
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Since three different control loops (REC-AVR, SVC-AQR,
and BC-AVR) function together in the steady-state coordi-
nated control, the steady-state SVC output should be con-
trolled based on the V-Q characteristics in Fig. 5 and in the
following order of priority:

Priority #1

e Maintain Big Creek #3 230 kV bus voltage within its
upper (VH2) and lower (VL2) limits as shown in
Fig. 5 (BC-AVR).

e Maintain SVC steady-state output within QCmax and
QLmax (SVC-AQR).

Priority #2

e Maintain Rector 230 kV bus voltage within its upper
(VH1) and lower (VL1) limits with Priority #1 main-
tained (REC-AVR).

Priority #3

o |f Big Creek #3 230 kV bus voltage is below VL2, the
SVC should control it within VL2 with Priority #1 and
Priority #2 maintained.
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Fig. 5. V-Q characteristics of the Rector SVC coordinated control

IV. BIG CREEK VOLTAGE REFERENCE SOLUTION

The Big Creek voltage reference is critical to the use of the
SVC to provide coordinated steady-state voltage regulation.
This voltage input requirement was included in the device
specifications, but the manner of providing this input was left
open. In all, three different options were considered.

1. Use SCE’s EMS system to rebroadcast the voltage in-

put to the SVC.

2. Use a stand-alone transducer to provide the data via a
traditional RTU master to the SVC controller.

3. Use the available synchronized phasor measurement to
provide the data to the SVC utilizing the C37.118
phasor data protocol.

Upon investigation we discovered that SCE’s EMS system
is not configured to easily retransmit the required information
to the SVC. Also, SCE is in the middle of an EMS upgrade so
any major development to provide this input would have to be
performed twice—once on the old system to meet the operat-
ing date of the SVC and again on the new system that is



scheduled to be in service by the end of the year. Given these
restrictions, this option was shelved as not practical unless no
other solution could be found.

The second option, while using a more traditional ap-
proach, also had some limitations. First, the project had not
identified significant work to be performed at Big Creek #3.
Therefore, project funds would have to be allocated for this
work. Second, the installation of transducers and an RTU
would require using engineering and construction labor that
had not been scheduled as part of the project, and this labor
may not be available. Thus this option was placed on the “not
preferred but doable” shelf.

The last option, utilization of phasor data also had its is-
sues. First, at the time the project was being discussed, the
SVC manufacturer was on a very tight schedule to meet the
operating date. Adding significant software development to
the schedule could put that date in jeopardy. Second, the
phasor monitoring unit at the station uses a proprietary proto-
col, not the latest IEEE C37.118 format, so a manner of up-
grading this unit would need to be investigated. So this option
also had some development risks to be considered. In addition,
the SVC controller is not IEEE C37.118 compliant, so some
method of protocol conversion is necessary.

Given that any of these options required some effort, we
investigated further. A computing system platform was identi-
fied as an option for use as a protocol gateway for the SVC
system that, with some programming effort, could translate
the C37.118 protocol to DNP3, which the SVC controller al-
ready understood. At the same time the existing PMU manu-
facturer indicated that they were developing the C37.118 pro-
tocol. This made Option 3 have the least impact to the overall
schedule and provided several fallback options in case any
single effort was delayed.

V. PROTOCOL GATEWAY SOLUTION

The Protocol Gateway acts as a data concentrator and pro-
tocol converter for the SVC controller and the SCE SCADA
system. The primary functions of the gateway are to receive
status information from a number of devices integrated into
the overall SVC system and Rector 230 kV yard, process the
data, and provide data and potential operation information
back to the SVC controller and the SCADA RTU. Fig. 6 pro-
vides a block diagram of the protocol gateway and communi-
cations to various system equipment. Devices providing input
into the gateway include a circuit breaker connecting the SVC
to a 230 kV shunt capacitor, a latch set/reset switch used to
toggle operation of the SVC controller from automatic to
manual mode depending on other data available, and the Rec-
tor master RTU. Integrating the synchrophasor data into the
gateway would require adding a software module that could
receive and parse the synchrophasor protocol, and then pro-
vide it to the main SCADA interface in an accepted protocol.

4

The IEEE C37.118-2005 Standard for Synchrophasors for
Power Systems defines a method for measuring, formatting,
and communicating synchronized phasor measurement data.
Because of the nature of the synchrophasor measurements,
converting the C37.118 standard to a more traditional SCADA
protocol such as DNP3 poses some challenges. First, synchro-
phasor data, by definition, are time synchronized and intended
primarily for real-time applications and are deterministic in
communications. DNP3, in contrast, is a serially scanned,
asynchronous protocol with no specific time reference. In ad-
dition, synchrophasor data is typically sampled at much higher
rates. The U.S. de facto standard for synchrophasor measure-
ment for real-time applications is 30 messages per second.
DNP3 scans can range from twice per second to as slow as
once over 10 seconds. As a result, the translation must be
carefully engineered.

DNP3 is a very encompassing protocol designed to manage
many different data types and applications. It is not a trivial
task to develop a quality translation mechanism in a short time
frame. Because of the schedule for the SVC implementation
and testing, development of the protocol conversion software
prototype was limited to five weeks. Because of this schedule
and the complexities of the DNP implementation, other solu-
tions were reviewed.

Modbus® is a communications protocol developed by
Modicon Corporation (now known as Telemecanique, a brand
of Schneider Electric) in the late 1970s for use in data collec-
tion in programmable logic controllers. Now, nearly 30 years
later, Modbus has become a de facto standard for data collec-
tion and exchange in the industrial sector. Modbus offers
some advantages over DNP3 from a development perspective;
Modbus is a relatively simple protocol, so product implemen-
tation is much easier and takes less time, typically only a cou-
ple of weeks instead of several months. Because Modbus is
royalty-free and there are no licensing costs, overall develop-
ment and product costs are reduced. Modbus transmits the raw
form of the data (binary data or analog quantities) so there is
less likelihood that the data can be corrupt during translation
between protocols. This also assists in testing to confirm that
what is measured is what is communicated. Finally, Modbus is
a relatively efficient protocol. Because of its simplicity, there
is very little overhead in the packets, again reducing the over-
all effort in testing. One disadvantage to using Modbus was
that the SVC controller was not compliant. However, the Pro-
tocol Gateway, which is at the heart of the entire SVC system
communications, is capable of translating Modbus to DNP3.
This feature would allow us to receive the phasor measure-
ment, qualify its integrity based on status data included with
the measurement, then format the measurement data for the
DNP3 protocol, and write it to the SVC DACs.
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Fig. 6. Protocol gateway synchrophasor translation and logic

Modbus, like DNP, is a polled protocol, so it shares the
same issue noted earlier regarding differences in polling rates
vs. the high-speed data delivery of PMUs. One concern this
poses is that incoming data delivered at 30 messages per sec-
ond may overwrite a one-half second poll response that is in
process. Careful design was implemented to lock each data set
that was included in a poll response. This was fairly simple for
a single PMU response, since the data map was small. How-
ever in future applications, such as integrating synchrophasor
data into EMS/SCADA, the data maps must be carefully con-
structed to maintain contemporaneous data sets. Modbus has
limits on the size of each poll response; so large data sets from
many PMUs must be mapped in order to capture similar data
from a given instant in time from all included devices.

Another issue that required careful engineering was the po-
tential that a transient voltage sag or swell, such as could oc-
cur during a system disturbance, might be captured and trans-
mitted to the SVC controller. This transient data could misrep-
resent the state of the Big Creek 3 voltage and cause the SVC
controller to take inappropriate action that could eventually
lead to instability in the system. For this application, an
Olympic filter was applied to remove noise and provide an
average across the filtering window.

Rector SVC: Gateway Rev-9 09/10/07

In addition to the filtered voltage magnitude, a few binary
data points were mapped to the SVC controller to assist with
qualifying the integrity of the data from Big Creek 3. These
points included diagnostics status of the PMU, GPS synchro-
nism, and loss of communications. Assertion of any of these
elements would switch logic within the Gateway, and zero-fill
the Big Creek 3 voltage data delivered to the DACS. Fig. 7
shows the protocol translation and logic in the protocol gate-
way for processing and transmitting the synchrophasor data to
the SVC controller.
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Fig. 7. Protocol gateway synchrophasor translation and logic



VI. VC OPERATIONS AND PERFORMANCE

A. Effect of SVC Operation on Big Creek Voltage

The SVC has had a positive effect on the voltage profile in
the corridor. The overall average voltage at Big Creek #3 ap-
pears to have been reduced from 242 kV prior to the SVC
being in service to 238 kV after the SVC was in service. How-
ever, this voltage reduction, in part, could be because when
the SVC was commissioned, it was found that the transducers
at Big Creek needed to be calibrated. The range of the voltage
varied 9 kV prior to the SVC and 4 kV after the SVC. Al-
though the average voltage at Rector stayed approximately the
same, 231.3 kV vs. 230.4 kV respectively, however, the range
of the voltage variation decreased from a 12 kV range to a 7
kV range. The implementation of this control scheme has al-
lowed operations to maintain a stable voltage for the utility
customer.
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Fig. 8. The hourly peak voltage of Rector and Big Creek #3 bus voltages

Fig. 8 illustrates the impact of the coordinated control util-
izing the Big Creek #3 voltage provided by the PMU at Big
Creek #3.

B. Impact of SVC on Capacitor Switching

As shown in Fig. 9, switching the Rector 230 kV capacitor
that can be placed under the control of the SVC has a minimal
impact on voltage at Rector and the adjacent stations. Previ-
ously this switching event could cause a significant voltage
event on the system, which had to be mitigated by utility op-
erations.
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Fig. 9. Switching of the 230 kV Rector Capacitor with SVC active

VII. LESSONS LEARNED

Several issues would have helped ease the commissioning
of the SVC remote voltage. The first is that all equipment
should have been tested off-line prior to deployment in the
field. We were not able to do this because of the project
schedule. We were able to overcome this restriction with a lot
of support by personnel at remote locations to identify and
resolve any issues. The second issue is that the communica-
tion channel should be tested using a high-speed digital com-
munication channel. It is a standard procedure to test these
channels using a voice handset. The problem with this proce-
dure is that a loose connection that can cause trouble with
high-speed digital signals will not present itself to a voice test.

VIII. CONCLUSION

When coupled with the information available from Wide-
Area Monitoring utilizing Phasor Technology, an SVC can be
a very cost effective solution to maintain voltage stability of
the high-voltage transmission network.
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