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ABSTRACT 
 
The electric power system maintains a dynamic and delicate balance between generation and load in normal operation 
condition. A disturbance, such as a sudden change of load, a power system fault, or a trip of a large generation unit, 
may break the balance, cause the oscillations among the generator rotor angles and force the generators to adjust to a 
new operating condition. The adjustment will not happen instantaneously due to the inertia of the generator prime mov-
ers. The oscillation will cause either stable and/or unstable power swings. During a power swing, the impedance trajec-
tory seen by a distance relay may enter the fault detection zones and cause unwanted relay operation.  
 
During the Blackout on August 14th, 2003 in North America, stable and unstable power swings occurred and caused the 
operation of several distance relays. In 2007, Northeast Power Coordinating Council (NPCC) formed a joint team to 
start an investigation on the issue with the goal to improve the performance of distance protection in such events. 
 
This paper reports on distance relay testing that was performed by using simulated data of the blackout from NPCC’s 
SS-38 working group. The simulations include both stable swings and unstable swings. The goal of these tests was to 
evaluate solutions which could be implemented to avoid unwanted distance relay operations for such events. The paper 
discusses the feasibilities and limitations of using load blinders to prevent relay operations during stable power swings. 
Several power swing blocking methods are discussed, and their advantages and disadvantages are compared.  
 
This paper describes the test procedures, and presents and discusses the test results. Relays were programmed for both 
mho and quadrilateral characteristics for the tests. Some recommendations and comments are made on the protection 
for the conditions of stable and unstable power swings. 

 

1 INTRODUCTION 
 

On August 14th, 2003, stable and unstable power swings occurred on the Northeast Power Coordinating Council 
(NPCC) bulk transmission system.  Distance protection relays tripped out on some of the lines during stable power 
swings. These events contributed to the blackout of many parts of the northeast United States and Canada that occurred 
on that date, and brought to attention the need to evaluate Power Swing protection for bulk transmission systems. 
 
The NPCC created a team to investigate the event, analyze relay operation, and recommend improvements to the line 
distance protection performance for such events. Specifically, The NPCC requested that studies be conducted to deter-
mine if line protection systems can be installed to operate as follows: 
 

• line distance protection needs to be blocked when stable power swings are experienced on the lines  
• some lines need to trip out during unstable power swings to separate electrical systems that would be spinning 

apart from each other to avoid more widespread system separations and outages 
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The NPCC System Studies working group SS-38 simulated the network conditions during the Blackout (August 14th, 
2003, 16:05:55) for two of the bulk transmission lines that terminate at three different substations. The simulations ap-
proximate the power swings that occurred on those lines, which gradually evolved from stable to unstable (out-of-step). 
 
For this paper, the subject substations will be called Substation A, Substation B and Substation C.  The bulk transmission 
line between Substation A and Substation B will be called Line A-B, and the line between Substation A and Substation 
C will be called Line A-C.  The topology and parameters of the subject bulk transmission system is shown in Figure 1 
below. 

 
 

Figure 1: Topology and parameters of the transmission system 

 
Test plans were developed to check the performance of distance relay elements for the conditions that led to the blackout 
based on the SS-38 data. The tests explored whether various methods available in distance protection relays would be 
capable of providing adequate protection, and determine which protection option would provide the best possible solu-
tion.  
 
This paper presents the test results. 

 

2 BASICS OF THE POWER SWING PROBLEM 
 

2.1 Causes of Power Swings 
 
In the normal operation, the electric power system maintains a dynamic and delicate balance between generation and  
load. A disturbance, such as a sudden change of load, a power system fault, or a trip of a generator, may break the bal-
ance and cause oscillations in generator rotor angles. The oscillations are due to the large inertia of the generators and 
the relatively slow control of input mechanical power.   
 
If the various control devices installed on the electric systems can properly damp the oscillations, the system will restore 
to either the original or another equilibrium operating point. For these conditions, the oscillations are known as stable 
power swings. Otherwise, some generators may lose synchronism with the rest of the system and experience pole slips. 
These scenarios are called unstable power swings, or Out of Step (OOS) conditions. 
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During a power swing, voltages and currents in the power grid will show a certain amount of oscillations in magnitude 
and phase angle, which can cause unwanted operation of distance protection relays. Moreover, the operation of protec-
tive relays may exacerbate system stability and can lead to cascading power outages such as that which occurred on Au-
gust 14th 2003.   
 

2.2 Impedance Trajectories Measured by Distance Relays in Power Swings 
 
To understand the power swing phenomena, it is not necessary to simulate a complete power system. A two-machine 
model can be used to explain the impedances measured by distance relays in power swings. 
 

 
Figure 2: The two-machine model 
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With the equations (Eq1) and (Eq3), for the case of k=1, the impedance measured by the distance relay at bus S can be 
expressed as: 
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Figure 3 shows the impedance trajectory (Eq4) following the oscillations of generator rotor angle )t(δ . 
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Figure 3: Impedance trajectory between the two machines (voltage ratio k=1) 

 
Figure 3 shows that during a power swing, particularly an out of step swing ( 180)t( >δ  degrees), the impedance tra-
jectory can enter the protection zones of a distance relay; therefore, unwanted relay operation may occur. Because relays 
close to the electrical center are more likely affected by power swings, more attention needs to be taken on setting these 
relays.  
 
Figure 4 shows a more detailed diagram of the impedance trajectories for a variety of scenarios with different voltage 
ratios between the machines (k≠1). 
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Figure 4: Impedance trajectories for different voltage ratios between the two machines 

 

2.3 Conventional Power Swing Detection Methods  
 
For distance protection relays, a common criterion to differentiate a power swing from a fault is the speed of the change 
of measured impedance. When a fault occurs, the measured impedance jumps instantaneously from load impedance area 
to the fault detection zones. In the case of an OOS condition the measured impedance will “travel” on a trajectory in the 
R/X plane with a speed that is much slower than that caused by a fault. In distance relays, the speed of impedance 
change is normally measured by the time it takes to pass a certain length. Most power swing detection methods use this 
principle. 
 

2.3.1 Concentric Characteristics  
 
The simplest method of speed measurement is by monitoring the elapsed time of the impedance trajectory passing a zone 
between two impedance characteristics. These two characteristics are usually designed in such a way that one is concen-
tric around the other. Some typical characteristics are shown in Figure 5. These two additional characteristics (outside 
the protection zones) can be used exclusively for the purpose of power swing detection, and can lie concentric to the 
existing distance protection characteristics. 
 
The advantage of these concentric characteristics is that power swings can be detected before the measured impedance 
trajectories enter the protection tripping zones. Although setting the relay is relatively simple, it is not easy to calculate 
proper setting parameters for the two characteristics. A sophisticated grid analysis is normally required. One limit for 
applying the concentric characteristics is that the resistive reach of the outer characteristic cannot extend into the load 
area. This becomes a very limiting requirement, especially for long and heavily loaded transmission lines.  
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Figure 5: Concentric impedance characteristics for power swing detection  

 

2.3.2 Blinder Schemes 
 
The blinder scheme, as shown in Figure 6, is based on the same principle of measuring the traveling time of an imped-
ance trajectory passing a blinder zone. The time measurement starts when an impedance trajectory crosses the outer 
blinder and stops when the inner blinder is crossed. If the measured time is longer than a prescribed setting, a power 
swing condition is detected. 
 

 
Figure 6: Blinder scheme for power swing detection  

 
If the blinders are set at an angle parallel to the line impedance, they are optimized for measurement of out of step im-
pedances, because the out of step impedance trajectory will normally enter the protection zones at an angle nearly 90 
degrees to the line angle. Depending on the grid conditions, the 90-degree assumption may not always be true, but it can 
be assumed for simplification. The big advantage of the blinder scheme is that the blinders can be used independent of 
the protection zone characteristics. An advantage of this scheme is that the load impedance can lie inside the blinder im-
pedances. The disadvantage, again, is that it is not easy to calculate the correct settings for the blinders, and a sophisti-
cated grid analysis may be required. 
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2.4 Protection Philosophy during Power Swings 
 
During a power swing, whether stable or unstable, the impedances measured by distance relays may move into the pro-
tection zones and cause unwanted relay operations.  
 
If the power swing is stable, it is normally desired to block the relay from operation.  On the other hand, if the power 
swing becomes unstable, proper fast remedial actions have to be taken to restore system stability. Power swing detection 
relays at carefully selected locations determined by system studies would be preferred to separate the systems in order to 
prevent further line distance relay operations and further deteriorate system stability.  
 
Meanwhile, any fault occurring on the protected line during the condition of a power swing needs to be reliably identi-
fied and promptly cleared. The sensitivity of distance protection to detect faults on the protected line cannot be compro-
mised by power swing detection elements. 
 
A number of utilities do not provide any means to prevent operation of distance protection elements during power 
swings. They accept the possibility of unpredictable separations of the network instead of implementing a complex 
power swing blocking and tripping scheme where power swing tripping would only be implemented on one particular 
line. However, if the distance protection elements operate during a power swing event, it can be assumed that the system 
voltages on both sides of the open line terminal breaker(s) are more than 60 degrees out of phase.  Normally if the power 
swing impedance enters the distance protection zone, the voltages would be closer to 180 degrees out of phase. Thus, the 
voltage across the open line terminal breaker(s) would exceed rated system voltage, and could be as high as twice rated 
system voltage. Therefore, if the utility chooses not to implement a complex power swing blocking/tripping scheme, they 
would be required to install line terminal breakers with voltage ratings that are twice rated system voltage!   
 

3 DESCRIPTION OF THE 7SA522 RELAY - POWER SWING DETECTION AND BLOCKING 
ALGORITHMS BASED ON CONTINUOUS IMPEDANCE CALCULATION 

 
One drawback of the conventional power swing detection methods is that to determine proper settings for concentric 
characteristics or for blinder characteristics described above requires sophisticated system studies. Moreover, the settings 
are fixed, and will not adapt to ever-changing system operating conditions. Therefore, if the system study doesn’t include 
certain system operating conditions, the function of power swing detection may not function correctly all the time.  
 
The relay that was tested was a 7SA522 relay.  This relay uses an algorithm that was developed for power swing detec-
tion in distance protection relays. The algorithm consists of two modules, working in parallel. The first module uses con-
centric polygon characteristics. The setting is not needed, because the outer characteristic has a small constant distance 
(1 ohm based on 5A) to the fault detection area. This module is designed to detect slow impedance movements (< 5 
ohm/s) during a low-frequency power swing. Once measured impedance trajectories enter the power swing detection 
zone, a timer set at 30 ms is started. A power swing is detected if the timer elapses before the fault detection zone is 
passed.   
 
The second module is designed and optimized to detect fast impedance movements for the power swing frequency as 
high as 7 Hz. This module is the crux of the power swing detection and blocking function, and it is based on continuous 
impedance calculation of three modified loop impedances. The module continuously monitors the measured impedance 
trajectories to detect any potential power swings. The algorithm is based on the fact that a power swing can be best de-
tected by analyzing its impedance trajectory behavior in a certain time window. As it is shown in Figure 4, power swing 
impedances generally move in elliptical trajectories, which can be further analyzed to determine if the power swing is 
stable or unstable (OOS). Meanwhile, the algorithm can reliably detect any internal fault occurring at any time during the 
power swing. 
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The structure of the power swing module is illustrated in Figure 7. The continuous measurement of the load impedance 
means that every 5 ms impedance calculations for three loops are performed and checked for continuity and monotony.   

The correct trending checks if the resistance changes at least 50 milliohms during each calculation. If this condition is 
fulfilled for six consecutive calculations, a power swing “suspicion” is established.  

 
The continuity test checks that the change rate of the impedance in R and in X is not beyond a limit, thus it guarantees 
that the impedance trajectory has a uniformly smooth movement without abrupt changes. The limit is not fixed; instead it 
is calculated based on previously calculated values. This leads to a dynamic calculation of the limits, and an automatic 
adaptation to the traveling speed of a power swing trajectory.  
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Polygon
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Figure 7: Components of the new power swing detection function 
 
 

                          

Figure 8: Continuous monitoring of the impedance trajectory (calculated every 5 ms) 
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The dynamic adaptation to the traveling speed of a power swing trajectory enables the function to detect fast swings with 
frequencies up to 7 Hz. If both continuity and monotony conditions are fulfilled, a power swing can be detected even 
before the impedance trajectory enters the power swing detection zone. In general, a power swing can be detected in 30 
ms (6 consecutive calculations of 5ms) after it starts. Once the impedance trajectory moves into the power swing detec-
tion zone, the distance protection functions can be blocked if the power swing blocking (PSB) element is enabled. Mean-
while, if the continuity condition is not fulfilled for six consecutive calculations and the measured impedance is within 
the protection zones, then a fault is assumed to have occurred. In this case, the distance protection functions are activated 
immediately. 
 

4 TEST METHODS AND PROCEDURES 

4.1 Power Swing Test Data 
 

The COMTRADE files used in the tests were converted from the fault simulation data provided by the NPCC SS-38 
working group. The COMTRADE files used throughout the tests are as follows: 
 

• Terminal A of Line A-B:  “A-to-B.cfg” 
• Terminal B of Line A-B:  “B-to-A.cfg” 
• Terminal A of Line A-C:  “A-to-C.cfg” 
• Terminal C of Line A-C:  “C-to-A.cfg” 

 
The COMTRADE files are plotted in Figure 9 and Figure 10.  Figure 9 shows the waveforms of voltages and currents 
measured at each terminal. In the figures, the magnitudes of the voltage and current oscillations during the power swings 
can be clearly seen. Moreover, by observation of the frequency of the oscillations, one can roughly determine where the 
power swing is stable and where it goes unstable (OOS). The power swing begin stable, and gradually evolve into an 
unstable swing.  
 
A power swing can be more precisely described by its impedance trajectories. Figure 10 shows the impedance trajecto-
ries measured by the distance relay at each terminal. For clarity and illustration purposes, only the stable part of the 
power swing and the first cycle of the unstable part of the power swing are plotted in the R/X plane. Each impedance 
trajectory starts moving from the load zone at the beginning of the power swing. It approaches and occasionally enters 
the protection zones as can be seen in the plots. During the stable part of the power swing, the impedance moves but 
stays on its side. It never travels across the X axis on the R/X plane. Using this criterion, it can easily be seen in the plots 
at what point the power swing becomes unstable.  
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Figure 9.A: Terminal A of A-B Line (Waveforms)          Figure 9.B: Terminal B of A-B Line (Waveforms) 
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           Figure 9.C: Terminal A of A-C Line (Waveforms)             Figure 9.D: Terminal C of A-C Line (Waveforms) 
 

  Z L1E* Z L2E* Z L3E*

R/Ohm(secondary)
-20 -15 -10 -5 0 5 10 15 20

X
/O

hm
(s

ec
on

da
ry

)

-12.5

-10.0

-7.5

-5.0

-2.5

0.0

2.5

5.0

7.5

10.0

12.5

 
          Figure 10.A: Terminal A of A-B Line (Impedances)           Figure 10.B: Terminal B of A-B Line (Impedances) 
 
 
 
 
 
 
 
 
 
 
 

       Figure 10.C: Terminal A of A-C Line (Impedances)                    Figure 10.D: Terminal C of A-C Line (Imped-
ances) 
 

4.2 Test Procedures 
 
In the tests, the distance protection relay was connected to a test set capable of playing COMTRADE files. The 
COMTRADE files were played by the test set to apply the power swing voltages and currents to the voltage and current 
terminals of the relay. The relay operation and timing were carefully recorded.    
 
The following functions in the relay were tested: Load Encroachment Blinders (LEB), Power Swing Blocking (PSB), 
and Out-of-Step Trip (OST).  The relay was programmed separately with mho and quadrilateral characteristics, and each 
was tested individually. These characteristics were tested for each of the line terminals for the two lines.  Thus, for each 
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line terminal (Terminal A of Line A-B, Terminal B of Line A-B, Terminal A of Line A-C, and Terminal C of Line A-C), 
five test cases are performed for a total of 20: 

 Case 1: LEB, PSB, and OST are all Disabled. The relay has only normal distance protection functions. How the 
power swing affected a “normal” distance relay that was not equipped with power swing detection was tested. 

 Case 2: LEB is Enabled, but PSB and OST are Disabled. It is a common practice for distance relays to use ad-
ditional LEB to prevent load encroachment. However, would this be enough to prevent an unwanted relay op-
eration during the power swing? 

 Case 3: PSB is Enabled, but LEB and OST are Disabled. Ideally, with PSB function enabled, the distance relay 
should be able to reliably detect the power swing and block tripping.  

 Case 4: PSB and OST are Enabled, LEB is Disabled. Ideally, when PSB and OST are both enabled, the relay 
should block tripping during a stable power swing. As soon as an unstable power swing is detected, OST func-
tion should be activated to permit tripping. 

 Case 5:  PSB with concurrent line faults. Various cases of power swing blocking functions with concurrent line 
faults were performed. The PSB function should by no means compromise the sensitivity of fault detection or 
the speed of fault clearance of the distance protection elements.  

 

5 TEST RESULTS 

5.1 Case 1: LEB, PSB, and OST Disabled 
 

 
Figure 11: Relay response during the power swing simulation at Terminal A of Line A-C 
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Figure 12: Measured Impedances from the fault record at Terminal A of Line A-C 

 
Typical relay responses to the tests are shown in Figure 11 and Figure 12. As expected, the relay tripped during the sta-
ble portion of the power swing once the impedance trajectories entered the protection zones. This occurred for both mho 
and quadrilateral protection elements.   
 

5.2 Case 2: LEB Enabled, PSB and OST Disabled 
 
Many distance relays provide the conventional Load Encroachment Blinders (LEB), whose major task is to prevent un-
wanted relay tripping when system is heavily loaded and load impedances approach the distance protection zones in the 
R-axis direction. In the case of these circuits, Load Encroachment Blinders were also needed to be used in order to com-
ply with NERC loadability requirements for the lines.  The tests performed aimed to evaluate the effectiveness of LEB 
function in blocking the power swing impedances.  
 
The relay settings: 

Zone 1 MHO 8.262 ohms, Angle: 86 degrees 
Zone 2 MHO 11.664 ohms, Angle: 86 degrees 
LEB 3.5 ohms (R-axis), Angle: ±60 degrees 

 
The first test was performed for Terminal A of Line A-B. In Figure 13, it can be seen the LEB blocked relay tripping 
during most of the stable portion of the power swing. The relay tripped 8.808 seconds after initiation of the power swing, 
which is close to the point where the power swing becomes unstable.  By further analyzing Figure 13 and Figure 14, it 
can be seen that during the first 8.808 seconds of the power swing, the swing impedances happened to be inside the 
LEB! Furthermore, with LEB enabled, the relay still tripped during the stable portion of the power swing, even though at 
the moment that the relay tripped the swing was close to becoming unstable. 
 



 14

 
Figure 13: Relay response during the power swing simulation at Terminal A of Line A-B 
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Figure 14: Measured Impedances from the fault record at Terminal A of Line A-B 

 
Another test on LEB was performed at Terminal B of Line A-B. As shown in Figure 15, the relay tripped at 4.104 sec-
ond during the stable power swing. Figure 16 shows that the relay tripped because the impedance trajectories moved out 
the blinder region and into the protection zones.  
 
Changing the setting of the load blinder to be able to block tripping of the stable swing was considered.  The setting re-
quired to prevent tripping for stable power swings significantly encroached upon the tripping characteristic of the relay.   
 
Based on the test results and the setting limitations, it was concluded that LEB may not be a reliable solution for PSB 
during stable power swings.  
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Figure 15: Relay response during the power swing simulation at Terminal B of Line A-B 
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Figure 16: Measured impedances from the fault record of the relay at Terminal B of Line A-B 

 

5.3 Case 3: PSB Enabled, but LEB and OST Disabled 
 
All the test results showed that the PSB function successfully and consistently blocked the relay from unwanted tripping 
during the stable portion of the power swings. For the unstable swings, the PSB function blocked the first three to nine 
swing cycles of the unstable portion of the power swing. In Figure 17, the PSB function for the relay at Terminal B of 
Line A-B did not trip during the entire stable portion of the power swing.  Moreover, it blocked tripping during the first 
nine cycles of the unstable portion of the power swing. Figure 18 provides more details on the status of the protective 
relay elements both during the power swing and at the moment that the relay tripped. 
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Figure 17: Relay response during the power swing simulation at Terminal B of Line A-B 
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Figure 18: Fault record during the power swing simulation at Terminal B of Line A-B 
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5.4 Case 4: PSB and OST Enabled, LEB Disabled 
 
In all these tests, the relay tripped at the moment that the power swing evolved from stable to unstable.  Figure 19 shows 
the portion of the power swing when the relay tripped for one of the simulations, and Figure 20 shows the impedance 
trajectories recorded when the relay tripped.  
 

 
Figure 19: Relay response during the power swing simulation at Terminal A of Line A-B 
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Figure 20: Measured impedances from fault records of the relay at Terminal A of Line A-B 
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5.5 Case 5: PSB with Concurrent Line Faults 
 

 
Figure 21: Relay response for a SLG fault simulation during an unstable power swing 
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Figure 22: Relay fault record for tripping during SLG fault simulation 
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The relay was programmed with the impedance settings shown below. Simulated power swing data was applied to the 
relay (other than from the COMTRADE simulations of the SS-38 data). A 4 Hz unstable power swing was applied to the 
relay, and a SLG fault was simulated during the 8th swing cycle. Figure 21 shows that the relay detected the fault and 
tripped without any additional time delay. As shown in Figure 22, the relay tripping time was recorded as 20.6 millisec-
onds.  
 
The relay settings: 

Zone 1 MHO 8.262 ohms, Angle: 86 degrees 
Zone 2 MHO 11.664 ohms, Angle: 86 degrees 
Functions: LEB: OFF, PSB: ON, OST: OFF 

 

All the test results showed the PSB function in the relay did not compromise the protection functions to detect faults on 
the protected line. The relay maintained a high sensitivity to the faults even during the unstable high slip-frequency por-
tion of the power swing. 
 

The complete list of the tests performed and test results can be found in [3]. A complete summary of the test results can 
be found in Appendix A. 

 

6 CONCLUSIONS 
 

The conducted tests evaluated the performance of the distance protection relay under the condition of the stable and un-
stable power swings that were calculated to emulate those that contributed to the northeast blackout of August 14, 2003.  
From the test results, it was concluded that: 

1. Without any power swing detection, in all cases the distance relay undesirably tripped during the stable portion 
of the power swing. This matches the behavior of several distance relays during the 8/14/03 disturbance.    

2. In all cases, the PSB function was able to prevent the distance protection functions from tripping during the sta-
ble power swings.  

3. The tests showed that the use of a Load Encroachment Blinder (LEB) did not prevent the distance protection 
elements from tripping during the stable or unstable portions of the power swings.  

4. In all cases, the OST function was able to prevent the distance protection elements from tripping during the sta-
ble portion of the power swing, and was able to trip during the unstable portion of the power swing.  

5. Tests of relay fault detection capability during power swings were simulated. With the PSB function enabled, 
phase to ground faults were simulated to the relay at various line locations during a power swing. In most of the 
simulations, the protective elements of the relay were able to detect the fault, reset the PSB, and allow tripping 
of the relay.  

(In one test case (5a), the power swing impedance was exactly equal to the fault impedance, and the PSB did 
not immediately drop out. To avoid this scenario, additional logic was programmed using 51N ground overcur-
rent element pickup to release the PSB. This logic was tested and the relay was able to detect the fault condition 
and immediately trip out.)  
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Appendix A 

 No. 
Protection Zone 
Characteristic 

Load-Blinder 
Function 

PSB Func-
tion 

OST Func-
tion 

Relay Tripped Dur-
ing 

Comment on the 
Test Result 

1.1a MHO off off off stable swing as expected 

1.1b MHO active off off stable swing as expected 

1.1c MHO off active off (no trip) as expected 

1.1d MHO off active active out-of-step as expected 

1.2a Quad off off off stable swing as expected 

1.2b Quad active off off stable swing as expected 

1.2c Quad off active off (no trip) as expected Te
rm

in
al

 A
 o

f L
in

e 
A

-B
 

1.2d Quad off active active out-of-step as expected 

2.1a MHO off off off stable swing as expected 

2.1b MHO active off off stable swing as expected 

2.1c MHO off active off out-of-step acceptable 

2.1d MHO off active active out-of-step as expected 

2.2a Quad off off off stable swing as expected 

2.2b Quad active off off stable swing as expected 

2.2c Quad off active off out-of-step as expected Te
rm

in
al

 B
 o

f L
in

e 
A

-B
 

2.2d Quad off active active out-of-step as expected 

3.1a MHO off off off stable swing as expected 

3.1b MHO active off off stable swing as expected 

3.1c MHO off active off out-of-step acceptable 

3.1d MHO off active active out-of-step as expected 

3.2a Quad off off off stable swing as expected 

3.2b Quad active off off stable swing as expected 

3.2c Quad off active off out-of-step acceptable Te
rm

in
al

 A
 o

f L
in

e 
A

-C
 

3.2d Quad off active active out-of-step as expected 

4.1a MHO off off off stable swing as expected 

4.1b MHO active off off stable swing as expected 

4.1c MHO off active off out-of-step acceptable 

4.1d MHO off active active out-of-step as expected 

4.2a Quad off off off stable swing as expected 

4.2b Quad active off off stable swing as expected 

4.2c Quad off active off out-of-step acceptable Te
rm

in
al

 C
 o

f L
in

e 
A

-C
 

4.2d Quad off active active out-of-step as expected 

Table 1: Test results of NPCC simulation data cases 
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  Swing type 
Swing Fre-

quency (Hz) 
Fault Location  
(percentage) Relay Action Comment on the Test Result 

5a stable 0.25 50% tripped fault clearing required additional logic 

5b stable 0.25 70% tripped as expected 

Te
rm

in
al

 C
  

of
 L

in
e 

A
-C

 

5c unstable 0.25 70% tripped as expected 

5d stable 0.25 70% tripped as expected 

5e unstable 0.25 70% tripped as expected 

5f unstable 4 70% tripped as expected 

Te
rm

in
al

 B
   

  
of

 L
in

e 
A

-B
 

5g stable 4 70% tripped as expected 

Table 2: Results of additional simulations with SLG faults during power swing 
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