








RANGE OF TRANSFORMER BANK

marked Max.

The Minimum Short Circuit Duty (MVA)(for example, from a
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Per Unit Bank Impedance - 100 MVA Base
Application: The Maximum 70KV Short Circuit Duty (MVA) must be less than curves

weak alternate 70KV ‘source) must be greater than the curves marked
Minimum.
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Application: The Maximum 115KV Short Circuit Duty (MVA) must be less than curves
marked Max. The Minimum Short Circuit Duty (MVA)(for example, from a
weak alternate 115KV source) must be greater than the curves marked
Minimum.
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